From: Pinkerton, Blake

To: Hess, Alana

Cc: Wells, Jay; Henry, Tadd; Farmer, Kevin

Subject: RE: 2015-04-093 New Madrid Power Plant (143-0004)
Date: Monday, April 10, 2017 4:27:55 PM

Attachments: New Madrid 2016 MATS NOC.pdf

NM 2016 Hg 30BOD Performance Test NOC.pdf
NM MATS Extension.pdf

Ms. Hess,
Please see the responses to your questions below regarding our New Madrid Power Plant.

Please provide answers to the following questions:

1. Arethetwo 2.4 MMBtu/hr fuel oil heaters in No Construction Permit Required Determination
2016-01-004 (2016-01-004.pdf) EU0290 and EUO300 Tioga Heaters or are these different
heaters? The Tioga Heaters referenced as EU0290 and EU0300 are hard piped stationary
units used at the crusher house. The units referenced in the No Construction Permit
Required Determination are the same type/size, but skid mounted (portable) and rented for
short term use during the winter months.

2. No Construction Permit Required Determination 2012-06-072 states that you planned to use 14
275 HP barge pumps instead of EP-09 8 300 HP barge pumps and EP-13 2 345 HP barge pumps.
Did this change occur? The change did not occur. Still have the 8 as EP-09 and 2 as EP-13.

3. How many acres are active at any given time in the landfill? Each cell is 25 acres. Only 1 cell
will be “active” at a time. Currently using Phase L- Cell 1, will switch to Phase Ill - Cell 2
when full.

4. Construction Permit 092006-004 states that Boilers 1 and 2 have an MHDR of 7,150 MMBtu/hr,
EPA’s Air Markets Program indicates that Boiler 1 has an MHDR of 6,728 MMBtu/hr and Boiler 2
has an MHDR of 6,985 MMBtu/hr; however, the previous operating permit and your application
state the MHDRs are only 6,340 MMBtu/hr. Please explain these discrepancies. EPA generally
requires us to use the MHDR in the Air Markets Program unless sufficient justification can be
provided for an increase/decrease in the MHDR... | do not have the historical data on this but
the higher number may have been used to represent the higher BTU lllinois coal before the
switch to PRB. We are not opposed to using the numbers listed in the Air Markets Program
but what would the implications be for using those numbers if it is found that the 6,340
MMBtu/hr is a better number?

5. Would you please send me a copy of New Madrid’s MATS initial NOC? | have attached a copy
to this email.

From: Hess, Alana [mailto:Alana.Hess@dnr.mo.gov]
Sent: Wednesday, March 29, 2017 3:01 PM

To: Wells, Jay </Wells@aeci.org>; Henry, Tadd <thenry@aeci.org>
Subject: RE: 2015-04-093 New Madrid Power Plant (143-0004)

Mr. Wells,
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Notification of Compliance Status Report

Associated Electric Cooperative, Inc. — New Madrid Power Plant

Initial Hg Performance Evaluation Results and Initial PM/HCI Test Results for
Units 1 and 2

National Emission Standards for Hazardous Air Pollutants (NESHAP):
Coal and Oil-Fired Electric Utility Steam Generating Units
40 CFR Part 63 Subpart UUUUU - Mercury and Air Toxics Standards (MATS)

What is the purpose of this form?

The Mercury and Air Toxics Standards requires affected sources demonstrate initial compliance with
each emissions limit that applies by conducting performance tests as specified in §63.10011. As
expressed in §63.10011(c)(1), for units using a sorbent trap monitoring system to monitor mercury (Hg),
performance tests must be performed on a certified system. The certification was accomplished
through a performance evaluation. This Notification of Compliance Status is being submitted to satisfy
the reporting requirements of the performance evaluation as per §63.10031(f)(1). The Notification of
Compliance Status report must contain all of the information specified in §63.10030, paragraphs (e)(1)

through (8), as applicable.

SECTION I: DESCRIPTION OF AFFECTED SOURCE(S) (§63.10030(e)(1))

IS THE FUEL A NON-
SUBCATEGORY OF | DESIGN CAPACITY | DESCRIPTION OF | DESCRIPTION HAZARDOUS
Unit SOURCE ADD-ON OF FUELS SECONDARY

1D CONTROLS BURNED MATERIAL? (YES/NO)

Activated Carbon | Subbituminous | No

Injection (ACI) Coal

QOverfire Air

(OFA) Fuel Oil No 1 No
1 Coal-Fired Unit 6340 MMBtu/hr | Selective

Catalytic Fuel QilNo2 | No

Reduction {SCR)

Electrostatic

Precipitator (ESP)

Activated Carbon | Subbituminous | No

Injection (ACI) Coal

Overfire Air

(OFA) Fuel QilNo 1 | No
2 Coal-Fired Unit 6340 MMBtu/hr | Selective

Catalytic Fuel QilNo2 | No

Reduction (SCR)

Electrostatic

Precipitator (ESP)






New Madrid Units 1 and 2 burn primarily sub-bituminous coal and fuel oil No.1 and No. 2. The Permit
to Operate was issued by the Missouri Department of Natural Resources for the New Madrid Power
Plant. At the time of the performance evaluation, the unit was burning sub-bituminous coal as it is the
primary fuel source.

SECTION Ii: SUMMARY OF TEST RESULTS (§63.10030(¢){2))

Table 1: Summary of MATS Emissions New Madrid Unit 1

9/2/20186 Particulate 0.19 Ib/MWh 586 MW 0.30 Ib/MWh

9/2/2016 HCI 0.009 Ib/MWh 586 MW 0.02 lb/MWh

Table 2: Summary of MATS Emissions New Madrid Unit 2

8/4/2016 Particulate 0.11 lb/MWh 602 MW 0.30 Ib/MWh

8/4/2016 HCI 0.007 Ib/MWh 602 MW 0.02 Ib/MWh

Table 3: Summary of Hg (ug/m®) RATA for New Madrid Units 1 and 2

8/4/2016 1 RA = 15.04% 591 Mw <20%

Absolute Difference =

3
0.094 pg/m® 604 MW < 1.0 yg/m

8/3/2016 2

As stated in Performance Specification 12B section 8.3.3, the acceptance criteria for a sorbent trap
monitoring system is the RA must be no greater than 20% of the mean value of the RM test data. If the
RM concentration is less than or equal to 5.0 yg/m®, then the RA results are acceptable if the absolute
difference between the means of the RM and the sorbent trap monitoring system is less than 1.0 ug/m°.





SECTION [li: COMPLIANCE DEMONSTRATION METHOD (§63.10030(e)(3))

New Madrid Units 1 and 2 are designated in the coal-fired unit, low rank virgin coal subcategory and
are subject to emission limits for filterable particulate matter (PM), hydrogen chloride (HCI), and
mercury (Hg). Initial and ongoing compliance with PM will be demonstrated through performance
testing using EPA methods 1, 2, 3A, 4 and 5. Initial and ongoing compliance with HCI will be
demonstrated through performance testing using EPA methods 1, 2, 3A, 4 and 26A. Initial and ongoing
compliance with Hg will be demonstrated through performance evaluation of the system using EPA
methods 1 and 30B, and through performance tests as specified in table 5 to subpart UUUUU of Part
63. The fuel-specific default moisture percentage of 8% for sub-bituminous coal, as defined in
§75.11(b)(1), will be applied to determine the hourly carbon dioxide (CQ,) concentration to demonstrate
compliance with Hg.

SECTION IV: EMISSIONS AVERAGING (§63.10030(e)(4))

New Madrid Units 1 and 2 do not plan to demonstrate compliance with PM or HCI through emissions
averaging. At this time, Units 1 and 2 are not demonstrating compliance with Hg through emissions
averaging. However, future compliance demonstrations may employ this option, in which case the
requirements defined in §63.10009 and §63.1002 will be met.

SECTION V: DEVIATIONS (§63.10030(e)(6))

There were no deviations from any emission limit, work place standard, or operating limits for New
Madrid Units 1 and 2.

SECTION VI: STARTUP DEFINITION (§63.10030(e)(8))
New Madrid Units 1 and 2 rely on the startup definition, paragraph (1) in §63.10042.

Startup Paragraph (1): Either the first-ever firing of fuel in a boiler for the purpose of producing electricity, or the
firing of fuel in a boiler after a shutdown event for any purpose. Startup ends when any of the steam from the
boiler is used to generate electricity for sale over the grid or for any other purpose (including on-site use). Any
fraction of an hour in which startup occurs constitutes a full hour of startup





SECTION VII: CERTIFICATION AND NOTIFICATION OF COMPLIANCE STATUS UNDER THE
COAL AND OIL-FIRED ELECTRIC UTILITY NESHAP (§63.10030(e)(5); (§63.10030(¢)(7))

Check the applicable boxes:

1. X The electric utility steam generating units (EGU) referenced in Section | and Section |l, have
met all applicable emissions limits of 40 CFR Part 63, Subpart UUUUU.

2. The electric utility steam generating units (EGU) referenced in Section | and Section || complies
with the reguirements in §63.10021(a) to demonstrate continucus compliance.

SECTION VI: FACILITY INFORMATION AND CERTIFICATION BY RESPONSIBLE OFFICIAL
((§63.10030(e)(7))

Facility Name: New Madrid Power Plant

Facility Street Address: _41 St. Jude Road, Marston, MO 63866

X No secondary materials that are solid waste were combusted in any affected unit.

B 1 certify that my facility has complied with the relevant standards of 40 CFR part 63, subpart
UUUUU. See §63.9(h}(2){(i{G).

| certify that the information presented herein is true, accurate, and complete to the best of my
knowledge. See §63.9(h)(2)(i).

Name (please print): /yT'M(]‘,[ i'l*w\!/
//’?/é/ [W(/«/;j/ DATE:_ /¥ -S-/{

Signature !






To whom do | submit this notification?

a. If a title V permit has been issued for your facility, submit a copy of this notification to the appropriate
permitting authority.
b. If your State has been delegated the authority for this regulation under section 112(l) of the Clean Air

Act® submit the notification to your State agency found at the following link;
hitp://www.epa.gov/ttn/atw/area/table state contacts.doc

If your state/local contact is not listed at the above link, go to:
http://www.4cleanair.org/contactUsalevel.asp

C. If your state has not been delegated the authority for this rule, submit the notification to the appropriate
EPA Regional Office, from list below:

EPA Region | {Connecticut, Maine, Massachusetts, New Hampshire, Rhode Island, Vermont)
5 Post Office Square, Suite 100, Mail code: OES04-2,
Boston MA 02109-3912 Attention: Air Clerk

EPA Region Il (New Jersey, New York, Puerto Rico, Virgin Islands)
Director, Division of Enforcement and Compliance Assistance
290 Broadway, New York, NY 10007-1866

EPA Region lll (Delaware, District of Columbia, Maryland, Pennsylvania, Virginia, West Virginia)
Director, Air Protection Division, 1650 Arch Street, Philadelphia, PA 19103

EPA Region IV {(Alabama, Florida, Georgia, Kentucky, Mississippi, North Carolina, South Carolina, Tennessee)
Director, Air, Pesticides and Toxics Management Division
Atlanta Federal Center, 61 Forsyth Street, Atlanta, GA 30303-3104

EPA Region V (lllinois, Indiana, Michigan, Minnesota, Ohio, Wisconsin)
Director, Air and Radiation Division, 77 West Jackson Blvd., Chicago, IL 60604-3507

EPA Region VI (Arkansas, Louisiana, New Mexico, Oklahoma, Texas)
Director, Air, Pesticides and Toxics, 1445 Ross Avenue, Dallas, TX 75202-2733

EPA Region Vil {lowa, Kansas, Missouri, Nebraska)
Director, Air and Waste Management Division, U.S. Environmental Protection Agency
901 N. 5th Street, Kansas City, KS 66101

EPA Region VIII (Colorado, Montana, North Dakota, South Dakota, Utah, Wyoming)
Director, Air and Toxics Technical Enforcement Program, Office of Enforcement, Compliance and Environmental
Justice, 1595 Wynkoop Street, Denver, CO 80202-1129

EPA Region IX (Arizona, California, Hawaii, Nevada, American Samoa, Guam)
Director, Air and Toxics Division, 75 Hawthorne Street, San Francisco, CA 94105

EPA Region X (Alaska, Idaho, Oregon, Washington)
Director, Office of Air, Waste and Toxics, 1200 6th Ave., Suite 900, AWT-107, Seattle, WA 98101

® To determine whether your State has been delegated the authority for this regulation under section 112{l} of the Clean Air Act,
contact your EPA Regional Office.






Notification of Compliance Status Report
Associated Electric Cooperative, Inc. — New Madrid Power Plant
Initial Performance Test Resulits for
Units 1 & 2 Sorbent Trap Monitoring System

National Emission Standards for Hazardous Air Pollutants (NESHAP):
Coal and Qil-Fired Electric Utility Steam Generating Units
40 CFR Part 63 Subpart UUUUU -~ Mercury and Air Toxics Standards (MATS)

What is the purpose of this form?

The Mercury and Air Toxics Standards requires affected sources demonstrate initial compliance with
each emissions limit that applies by conducting performance tests as specified in §63.10011. As
expressed in §63.10011(c)(1), for units using a sorbent trap monitoring system to monitor mercury (Hg),
performance tests must be performed on a cerified system. The certification was accomplished
through a performance evaluation. This Notification of Compliance Status is being submitted to satisfy
the reporting requirements of the performance evaluation as per §63.10031(f)(1). The Notification of
Compliance Status report must contain all of the information specified in §63.10030, paragraphs (e}{1)
through (8), as applicable.

SECTION I: DESCRIPTION OF AFFECTED SOURCE(S) (§63.10030(e)(1))

Units 1 & 2 at New Madrid Power Plant is a coal-fired unit, low rank virgin coal subcategory with the
design capacity of MMBtu/hr. The unit has the following add-on controls;

» Activated Carbon Injection (ACI)

e Overfire Air (OFA)

o Selective-Catalytic Reduction (SCR})

o FElectrostatic Precipitator (ESP)
Units 1 & 2 burns primarily sub-bituminous coal and fuel oil No.1 and No. 2. The Permlt to Operate was
issued by the Missouri Department of Natural Resources for the New Madrid Power Plant. At the time
of the performance evaluation, the unit was burning sub-bituminous coal as it is the primary fuel source.

SECTION II: SUMMARY OF TEST RESULTS (§63.10030(e)(2))

Unit 1 08/04/2016 through

10/12/2016 Hg 0.0089 Ib/GWh MY 0.013 Ib/GWh
Unit 2 08/04/2016 through

10/12/2016 Hg 0.0039 Ib/GWh MW 0.013 Ib/GWh






SECTION IIl: COMPLIANCE DEMONSTRATION METHOD (§63.10030(e){(3))

New Madrid Units 1 & 2 is designated in the coal-fired unit, low rank virgin coal subcategory and are
subject to emission limits for filterable particulate matter (PM), hydrogen chloride (HC!), and mercury
(Hg). Initial and ongoing compliance with PM will be demonstrated through performance testing using
EPA methods 1, 2, 3A, 4 and 5. Initial and ongoing compliance with HCI will be demonstrated through
performance testing using EAP methods 1, 2, 3A, 4 and 26A. Initial and ongoing compliance with Hg
will be demonstrated through performance evaluation of the system using EPA methods 1 and 30B,
and through performance tests as specified in table 5 to subpart UUUUU of Part 63. The fuel-specific
default moisture percentage of 8% for sub-bituminous coal, as defined in §75.11(b)(1), will be applied to
determine the hourly carbon dioxide (CO,) concentration to demonstrate compliance with Hg.

SECTION IV: EMISSIONS AVERAGING (§63.10030(¢)(4))

New Madrid Units 1 & 2 are not currently demonstrating compliance with Hg, PM or HCI through emissions
averaging.

SECTION V: DEVIATIONS (§63.10030{e)(6))

There were no deviations of the emission limit, work practice standard, or operating limit during the 30-boiler
day average of Hg.

SECTION VI: STARTUP DEFINITION (§63.10030(e)(8))

New Madrid Units rely on the startup definition, paragraph (1) in §63.10042.

Startup Paragraph (1): Either the first-ever firing of fuelin a boiler for the purpose of praducing electricity, or the firing of
fuel in a boiler after a shutdown event for any purpose. Startup ends when any of the steam from the boiler is used to
generate electricity for sale over the grid or for any other purpose (including on-site use). Any fraction of an hour in which
startup occurs constitutes a full hour of startup

SECTION VIi: CERTIFICATION AND NOTIFICATION OF COMPLIANCE STATUS UNDER THE
COAL AND OIL-FIRED ELECTRIC UTILITY NESHAP (§63.10030(e)(5); (§63.10030(e)(7))

Check the applicable boxes:

1. The electric utility steam generating units (EGU) referenced in Section | and Section 1l, have
met all applicable emissions limits of 40 CFR Part 63, Subpart UUUUU.





2. The electric utility steam generating units (EGU) referenced in Section | and Section Il complies
with the requirements in §63.10021(a) to demonstrate continuous compliance.

SECTION VIIi: FACILITY INFORMATION AND CERTIFICATION BY RESPONSIBLE OFFICIAL
((§63.10030(e)(7))

Facility Name: New Madrid Power Plant Units 1 & 2

Facility Street Address; _41 St. Jude Industrial Park, Marston, MO 63866

No secondary materials that are solid waste were combusted in any affected unit.

X | certify that my facility has complied with the relevant standards of 40 CFR part 63, subpart
UUUUU. See §63.9(h)(2)(iI}{G).

| certify that the information presented herein is true, accurate, and complete to the best of my
knowledge. See §83.9(h)(2)(i).

Name (please pjj /2 V-7 4 /2: <

DATE /D /T~ 20/

Signature





MATS 30 Day Rolling Average

Plant: NEW MADRID POWER PLANT-AECI
Report Period: 08/04/2016 Through 10/12/2016
Source: UNIT1 Parameter: HG#/GW30

Report Generated: 10/13/16 14:07

VADER\reportuser

Date 30 Day Average Value Total Hours | Valid Hours Invalid Hours | Monitor Availability | View Hourly
8/4/2016 0" 06 0 96 0 View
8/5/2016 0* 120 0 120 0 View
8/6/2016 0* 144 0 144 0 View
8/7/2016 o* 168 0 168 0 View
8/8/2016 0* 192 0 192 0 View
8/9/2016 0* 216 0 218 0 View

8/10/2018 0* 240 0 240 0 View
8/11/2018 o* 264 15 249 57% View
8/12/2016 0* 287 38 249 13.2% View
8/13/2016 0* 287 38 249 13.2% View
8/14/2016 o* 289 38 251 13.1% View
8/15/2016 0* 313 38 275 12.1% View
8/16/2016 0* 337 38 299 11.3% View
8/17/2016 0* 361 38 323 10.5% View
8/18/2016 0* 385 38 347 9.9% View
8/19/2016 g* 409 38 371 9.3% View
8/20/2016 0* 433 38 395 8.8% View
8/21/2016 0* 457 38 419 8.3% View
8/22/2018 0* 481 38 443 7.9% View
8/23/2016 0* 505 38 467 7.5% View
8/24/2018 0 529 38 491 7.2% View
8/25/2018 0* 553 38 515 6.9% View
8/26/2016 0* 577 38 539 6.6% View
8/27/2018 0* 801 38 563 6.3% View
8/28/20186 0* 825 38 587 6.1% View
8/29/20186 0* 849 38 611 5.9% View
8/30/2018 0* 673 38 635 5.6% View
8/31/2018 0* 697 38 659 5.5% View
97112016 0* 721 38 683 5.3% View
9/2/2016 0* 745 38 707 5.1% View
9/3/2018 0.0069 769 38 731 4.9% View
9/4/2016 0.0069 783 38 755 4.8% View
9/5/2018 0.0069 817 38 779 4.7% View
9/6/2016 0.0069 841 38 803 4.5% View
9/7/2016 0.0069 865 38 827 4.4% View
9/8/2016 0.0061 889 49 840 5.5% View
9/9/20186 0.0051 913 73 840 8.0% View
- 8/10/2018 0.0048 937 97 840 10.4% View
9/11/2016 0.0042 961 121 840 12.6% View
9/12/2016 0.0032 985 145 840 14.7% View
9/13/2016 0.0032 1009 169 840 18.7% View
5/14/2016 0.0032 1033 193 840 18.7% View
9/15/2016 0.0032 1057 204 853 19.3% View
8/16/2016 0.0032 1081 204 877 18.9% View
9/17/2016 0.0032 1105 204 901 18.5% View
value* = The 30D average represents a building average until 30 Days of data is created
value = Exceedance Report Version 5.1 .
10of2






MATS 30 Day Rolling Average

Plant: NEW MADRID POWER PLANT-AECI
Report Period: 08/04/2016 Through 10/12/2016

Source: UNIT1 Parameter: HG#/GW30

9/18/2018 0.0032 1129 204 925 18.1% View
9/19/2018 0.0032 1153 204 949 17.7% View
9/20/2016 0.0032 1177 204 973 17.3% View
9/21/2016 0.0032 1201 204 997 17.0% View
9/22/2016 0.0032 1225 204 1021 16.7% View
9/23/2016 0.0032 1249 204 1045 16.3% View
912412016 0.0032 1273 204 1069 16.0% View
9/25/2016 0.0032 1297 204 1093 15.7% View
9/268/2016 0.0032 1321 204 1117 15.4% View
9/27/2016 0.0032 1345 204 1141 15.2% View
9/28/2016 0.0032 1369 204 1165 14.9% View
9/29/2016 0.0032 1383 204 1189 14.6% View
9/30/2016 0.0032 1417 - 204 1213 14.4% View
10/1/2016 0.0032 1441 204 1237 14.2% View
10/2/2016 0.0032 1465 204 1261 13.9% View
10/3/2016 0.0032 1489 204 1285 13.7% View
10/4/2018 0.0032 1513 204 1309 13.5% View
10/5/20186 0.0032 1537 204 1333 13.3% View
10/6/2016 0.0043 1561 214 1347 13.7% View
10/7/20186 0.0044 1585 238 1347 15.0% View
10/8/2018 0.0043 1609 262 1347 16.3% View
10/9/2016 0.0043 1633 288 1347 17.5% View
10/10/2016 0.0043 1657 310 1347 18.7% View
10/11/2016 0.0043 1681 334 1347 19.9% View
10/12/20186 0.0043 1705 3486 1359 20.3% View
value* = The 30D average represents a building average until 30 Days of data is created

value = Exceedance Repart Version 5.1

Report Generated: 10/13/16 14:07 VADERVreportuser 20f2






MATS 30 Day Rolling Average

Plant: NEW MADRID POWER PLANT-AECI

Report Period: 08/04/2016 Through 10/12/2016
Source: UNIT2 Parameter: HG#/GW30

Date 30 Day Average Value | Total Hours | Valid Hours Invalid Hours | Monitor Availability | View Hourly
8/4/20186 0* 96 15 81 15.6% View
8/5/2016 0* 120 39 81 32.5% View
8/6/2016 0* 144 63 81 43.8% View
8/7/2016 0* 168 87 81 51.8% View
8/8/2016 0* 192 111 81 57.8% View
8/9/2016 0* 216 135 81 62.5% View

8/10/2016 o* 240 159 81 66.3% View
8/11/2016 0* 264 167 97 63.3% View
8/12/2016 0* 288 167 121 58.0% View
8/13/2016 0* 312 167 145 53.5% View
8/14/2016 0* 3358 167 169 49.7% View
8/15/2016 0* 360 167 193 46.4% View
8/16/2016 0* 384 167 217 43.5% View
8/M17/2016 . 0* 408 167 241 40.9% View
8/18/2016 o* 432 167 265 38.7% View
8/19/2016 o+ 456 167 289 36.6% View
8/20/2016 0+ 480 167 313 34.8% View
8/21/2016 Q- 504 167 337 33.1% View
812212016 0* 528 167 361 31.6% View
8/23/2016 0* 552 167 385 30.3% View
8/24/2016 0* 576 167 409 29.0% View
8/25/2016 0* 600 167 433 27.8% View
8/26/2016 0 624 167 457 26.8% View
82712016 0* 648 167 481 25.8% View
8/28/2016 0* 672 167 505 24.9% View
8/29/2016 0* 696 167 529 24.0% View
8/30/2016 0* 720 167 553 23.2% View
8/31/2016 0* 744 167 577 22.4% View

/112016 0* 745 167 578 22.4% View

9/2/2016 0* 745 167 578 22.4% View

9/3/2016 0* 745 167 578 22 4% View

9/4/2016 0* 745 167 578 22.4% View

9/5/2016 0.003861 769 191 578 24.8% View

9/6/2018 0.004358 793 215 578 27.1% View

9/7/2016 0.005006 817 239 578 29.3% View

9/6/2016 0.005454 841 262 579 31.2% View

9/9/2016 0.005829 864 284 580 32.9% View
9/10/2016 0.006612 881 284 597 32.2% View
0/11/2016 0.007729 905 284 621 31.4% View
9/12/2016 0.008214 928 284 645 30.6% View
9/13/2016 0.008214 953 284 669 29.8% View
9/14/2016 0.008214 977 284 693 29.1% View
9/15/2016 0.008214 1001 284 717 28.4% View
9/16/2016 0.008214 1025 284 741 27.7% View
9/17/2016 0.008214 1049 284 765 27.1% View

value” = The 30D average represents a building average until 30 Days of data is created

value = Exceedance Report Version 5.1
Report Generated: 10/13/16 14:45 VADER\reportuser 1of2






MATS 30 Day Rolling Average

Plant: NEW MADRID POWER PLANT-AECI
Report Period: 08/04/2016 Through 10/12/2016

Source: UNITZ Parameter: HG#GW30

9/18/2016 0.008214 1073 284 789 26.5% View
9/19/2016 0.008214 1097 284 813 25.9% View
9/20/2016 0.008214 1121 284 837 25.3% View
9/21/2016 0.008214 1145 284 861 24.8% View
9/22/2016 0.008214 1169 284 885 24.3% View
9/23/2016 0.008214 1193 284 209 23.8% View
9/24/2016 0.008214 1217 284 933 23.3% View
9/25/2016 0.008214 1241 284 957 22.9% View
9/26/2016 0.008214 1265 284 981 22.5% View
9/27/2016 0.008214 1289 284 1005 22.0% View
9/28/2016 0.008214 1313 284 1029 21.6% View
9/29/20186 0.008214 1337 284 1053 21.2% View
9/30/2018 0.008214 1361 284 1077 20.9% View
10/1/2016 0.008214 1385 284 1101 20.5% View
10/2/2016 0.008214 1409 284 1125 20.2% View
10/3/2016 0.008214 1433 284 1149 19.8% View
10/4/2016 0.008214 1457 284 1173 19.5% View
10/5/2016 0.004936 1481 284 1197 19.2% View
10/6/2016 0.004737 1505 295 1210 19.6% View
10/7/2016 0.004543 1529 319 1210 20.8% View
10/8/2016 0.004689 1553 343 1210 22.1% View
10/9/2016 0.005003 1577 367 1210 23.3% View
10/10/2016 0.005037 1601 391 1210 24.4% View
10/11/2016 0.005076 1625 415 1210 25.5% View
10/12/2016 0.005090 1649 425 1224 25.8% View
value® = The 30D average represents a building average until 30 Days of data is created

value = Exceedance Report Version 5.1 i
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Jeremiah W. (Jay) Nixon, Governor « Sara Parker Pauley, Director

DEPARTMENT OF NATURAL RESOURCES

www.dnrmo.gov

MAR 2 9 2003

Mr. Todd A. Tolbert

Associated Electric Cooperative, Incorporated
2814 South Gelden

P.O. Box 754

Springfield, MO 65801-0754

RE: Compliance Extension Request for Associated Electric Cooperative, Incorporated —
New Madrid Power Plant ‘(143-0004)

Dear Mr. Tolbert:

The Missouri Department of Natural Resources” Air Pollution Control Program (APCP) has received your
request, dated February 27, 2013, for a one-year extension of the compliance date for the federal Mercury
and Air Toxics Standards (the MATS rule), also known as the National Emission Standards for Hazardous
Air Pollutants From Coal and Oil-Fired Electric Utility Steam Generating Units found in 40 CFR Part 63
Subpart UUUUU. This request was made in accord with Section 63.9(c) and/or Section 63.6(i); 40 CFR
Part 63, Subpart A, National Emission Standards for Hazardous Air Pollutants for Source Categories,
Subpart A-General Provisions and in accord with the Clean Air Act under 42 USC §7412(i)(3)(B).

After reviewing your letter and documentation, the APCP hereby approves your request for a one-year
extension of the compliance date with the MATS rule for the above facility. Therefore, the approved
compliance date for the above facility will be April 16, 2016.

Thank you for your cooperation in this matter. If you have any questions regarding this letter or the
MATS rule, please contact Ms. Darcy Bybee at the Air Pollution Control Program, P.O. Box 176,
Jefferson City, MO 65102 or by telephone at (573) 751-6415. You can also find more about the
department on the Internet at www.dnr.mo.gov.

Sincerely,

AIR POLLUTION CONTROL PROGRAM

Kyt‘aL MOOIC X%M

Director
KIL.M:dbv

¢: Mr. Kendall Hale, Air Pollution Control Program
Mr. Gary Bertram, EPA Region VII
Mr, Ward Burns, EPA Region VII
Ms. Amy Baker, Southeast Regional Office
Source File: 143-0004
&
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Please provide answers to the following questions:

1.

5.

Are the two 2.4 MMBtu/hr fuel oil heaters in No Construction Permit Required Determination
2016-01-004 (2016-01-004.pdf) EU0290 and EUO300 Tioga Heaters or are these different
heaters?

No Construction Permit Required Determination 2012-06-072 states that you planned to use 14
275 HP barge pumps instead of EP-09 8 300 HP barge pumps and EP-13 2 345 HP barge pumps.
Did this change occur?

How many acres are active at any given time in the landfill?

Construction Permit 092006-004 states that Boilers 1 and 2 have an MHDR of 7,150 MMBtu/hr,
EPA’s Air Markets Program indicates that Boiler 1 has an MHDR of 6,728 MMBtu/hr and Boiler 2
has an MHDR of 6,985 MMBtu/hr; however, the previous operating permit and your application
state the MHDRs are only 6,340 MMBtu/hr. Please explain these discrepancies. EPA generally
requires us to use the MHDR in the Air Markets Program unless sufficient justification can be
provided for an increase/decrease in the MHDR...

Would you please send me a copy of New Madrid’s MATS initial NOC?

Alana L. Hess, PE

Environmental Engineer |lI
Missouri Department of Natural Resources

Phone: (573) 526-0189
Fax: (573) 751-2706

E-mail: alana.hess@dnr.mo.gov

Mailing Address:

Air Pollution Control Program — Permits Section
Attn: Alana Hess

P.O.Box 176

Jefferson City, MO 65102

From: Hess, Alana
Sent: Tuesday, March 28, 2017 10:41 AM

To: 'jwells@aeci.org’; thenry@aeci.org
Subject: 2015-04-093 New Madrid Power Plant (143-0004)

Mr. Wells,

My name is Alana Hess. | am an Environmental Engineer with the Missouri Department of Natural
Resources’ Air Pollution Control Program. | have been assigned to review the Part 70 operating
permit renewal application, Project 2015-04-093, for New Madrid Power Plant (143-0004).

I may have questions for you throughout my review and drafting of the permit. Please respond to all
guestions within 15 days. An extension is available upon request.

I look forward to working with you.


mailto:alana.hess@dnr.mo.gov
mailto:thenry@aeci.org

Thanks,

Alana L. Hess, PE
Environmental Engineer |lI
Missouri Department of Natural Resources

Phone: (573) 526-0189
Fax: (573) 751-2706

E-mail: alana.hess@dnr.mo.gov

Mailing Address:

Air Pollution Control Program — Permits Section
Attn: Alana Hess

P.O.Box 176

Jefferson City, MO 65102


mailto:alana.hess@dnr.mo.gov

